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Reply To: OCE-133

CERTIFIED MAIL RETURN RECEIPT REQUESTED

NOTICE OF VIOLATION

Mr. Matthew Kolata

Targa Sound Terminal LLC
2628 Marine Drive

Tacoma, Washington 98422

Re: Targa Sound Terminal LLC
Spill Prevention Control and Countermeasure (SPCC) Inspection
Facility Response Plan (FRP) Inspection

Dear Mr. Kolata:

On April 30, 2014, representatives of the U.S. Environmental Protection Agency ("EPA") inspected
Targa Sound Terminal ("Facility") located in Tacoma, Washington. It is our understanding that you are
the owner and/or operator of this facility. The purpose of this letter is to notify you that the EPA may
impose a civil penalty for your failure to implement the requirements of the Oil Pollution Prevention
regulations found at 40 C.F.R. Part 112. Pursuant to the federal Oil Pollution Prevention regulations, the
Facility must have a certified Spill Prevention, Control and Countermeasure ("SPCC") plan in
accordance with the requirements of40 C.F.R. § 112.7 and 40 C.F.R. § 112.3(a), must
maintain a copy of the plan on site (40 C.F.R. § 112.3(e)), and must fully implement the plan
(40 C.F.R. § 112.3(a)). A summary ofdeficiency findings of the Oil Pollution Prevention regulations
found at your facility is enclosed with this notice.

Targa Sound Terminal is required to respond in writing to the enclosed findings within thirty (30) days
of receipt of this letter. In addition, if an updated SPCC plan has been prepared, please include it along
with your correspondence. The request for information in this letter is made under the authority of
Sections 308 and 31 l(m) of the Clean Water Act ("CWA"), 33 U.S.C. §§1318 and 1321(m). In
accordance with the provisions of40 C.F.R. § 2.203, you may assert a business confidentiality claim
covering part or all of the information submitted by clearly identifying it as "confidential." If no such
claim accompanies the information when it is received by the EPA, it may be made available to the
public without further notice.

As stated above, failure to comply with the SPCC requirements may subject you to a substantial civil
penalty for each day ofviolation pursuant to Section 31l(b)(6)(B)(ii) of the CWA, 33 U.S.C.
§ 1321(b)(6)(B)(ii) and 40 C.F.R. Part 19. Although it may not prevent the EPA from seeking a penalty
for past violations, prompt compliance will be taken into account in determining the appropriate
enforcement response.



In order to help you with your spill prevention work and for current changes to the rule, please visit
EPA's Oil Spill site at http://vvvvw.epa.gov/emergencies/content/spcc/. The EPA reserves the right to
revisit your facility at some time in the future. Any questions regarding this matter should be directed to
Kate Spaulding, EPA Region 10 SPCC Enforcement Officer, at (206) 553-5429.

Sincerely,

Enclosure

Edward J. Kowalski

Director

cc w/enc: Mr. Jeff Fishel

Washington Department of Ecology



EPA/FACILITY INSPECTION REVIEW
Targa Sound Terminal LLC

Tacoma, Washington 98422
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112.7(b) Discharge
Prediction

X N/A

Plan includes a prediction of the direction, rate of flow, and total
quantity of oil that could be discharged for each type of major
equipment failure where experience indicates a reasonable potential
for equipment failure.

'The SPCC Plan's spill prediction (pages 7 to 17) does not include
transformer or above- ground piping outside diked areas/*

112.7(c) Appropriate
Secondary Containment

X X

Appropriate containment and/or diversionary structures or
equipment are provided to prevent a discharge from piping and
related appurtenances. The entire containment system, including
walls and floors, are capable of containing oil and are constructed to
prevent escape of a discharge from the containment system before
cleanup occurs. The method, design, and capacity for secondary
containment address the typical failure mode and the most likely
quantity of oil that would be discharged.

"Extensive Hot Oil heating system discussed in 6.10 of the FRP but is
only mentioned once in the SPCCplan with no significant detail. The
SPCCPlan does not describe general secondary containment for 200
gallon transformer or AGP outside secondary containment dikes. In
the field, above-ground piping was observed at the rail unloading
area near the Hylebos Waterway - the facility could not adequately
demonstrate that a discharge ofoil from this piping would not flow
over the ground to the north into the Hylebos Waterway. Facility
will reassess the containment and drainage for this piping to
definitively determine if it is adequate or not and include that
information in the plan if it is adequate."

112.7(i) Brittle Fracture
Evaluation

X

Brittle fracture evaluation of field-constructed aboveground
containers is conducted after tank repair, alteration, reconstruction,
or change in service that might affect the risk of a discharge or after
a discharge/failure due to brittle fracture or other catastrophe, and
appropriate action taken as necessary (applies to only field-
constructed aboveground containers).

"The SPCCPlan does not discuss brittle fracture."

112.8(b) Drainage from
Undiked Areas

(3)

X X

Drainage from undiked areas with a potential for discharge designed
to flow into ponds, lagoons, or catchment basins to retain oil or
return it to facility. Catchment basin located away from flood areas.

"The SPCC Plan inadequately describes drainage for piping in
undiked areas - discharges stormwater directly to waterway (page
22). Plan discusses (contact stormwater) that goes to water
treatment, but the origin of this contact water is not clearly
described and does not appear to be sourcedfrom the undiked
areas. In the field some piping in undiked areas could discharge to
stormwater drainage ditch that runs north to south along
containment area C/H and discharges into the Hylebos Waterway.
Other piping in the field discharges to catchment basins that drain
to the water treatment plant - this needs to be described in the plan.






